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CITY OF COCOA 
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STORM DRAIN CROSSING 
DRAWN BY: J. WILLIAMS SCALE: NOT TO SCALE 

CHECKED BY: P. DAVIS DATE: MARCH 2020 

DESIGN BY: SHEET: 1 OF 1 

ACAD NAME: STORM DRAIN CROSSING 

FINISHED GRADE 

t 30" or > PIPE MAY BE 
COVER-{Pvc PER CITY SPECIFICATIONS MIN. 

t 30" TO 24" PIPE TO BE
DIP PER CITY SPECIFICATIONS 

d 
6" MIN., 12" + PREFERRED 

,. 

:. ·-
/ RESTRAINER GLAND 

RESTRAINER GLAND 
12" MIN. NOTE: 

LEW CONSTRUCTION: PVC PIPE INSTALLED IN 
USE RESTRAINED PIPE TABLE POTABLE SYSTEMS SHALL 
WATER AND RECLAIMED FOR BE DR-18. 
FITTINGS 

D.I.P. * MAIN RELOCATION: 
USE THRUST COLLAR TABLE 
OR RESTRAINED PIPE TABLE 

\_THRUST BLOCK 1 JOINT (20') THRUST BLOCK 

A-RESTRAINED JOINT * ALL PIPING UNDER STORM DRAINAGE TO BE DIP PER CITY SPECIFICATIONS 
8-45" BEND (MJ) ALL PIPE CLEARANCES TO BE PER FDEP SPECIFICATIONS (CHAPTER - 62 - 610 FAC) 


