1 N X1 X2
~
HOA3
OFF
HBIROD TB3 (24KQ) TB3
To | ___ PUMP3IN
%o A HAND TO RTU
‘ b
! TB3 (24KQ) TB3
M 1WL,,, PUMP 3 IN Bl hen (2L 181 R4 HIGH
oox | A AUTO TO RTU o Ds M 24VAC LEVEL
! ! ‘O? g 2~ SPDT RELAY
I I I I
I o |
x00 | 44 ‘ ‘ | 47
JB1 JB1 1
I 1 3 1 I
FROM LOR 5 @ or @ PUMP 3
O =T STARTER ‘ LAG 81 R3
(5 ) Oﬂ@k 5 /\. 24VAC LAG LEVEL
JUMPER ! ‘O? & 2\ 3PDT RELAY
(YELLOW)
NOTE: REMOVE YELLOW JUMPERS ‘ R1
AFTER CONNECTING OVERTEMP Cl L 45
CONTACT FROM EACH PUMP 44%1
(IF APPLICABLE) ‘ ‘ ‘
R2
I I ‘ ‘ I I
[l
‘ 1 3
TB1 R1 R2
@gk SN . 2VAC || pue
‘ AR 23y 3PDT RELAY
XFMR
(SCHNEIDER ELECTRIC Cl R
" 9070TF75D23)  _ _ LT 43
[ ~“FUSES ON BOARD ] ‘ ‘ 1 ‘ ‘
| F8 (2A) J20VAC |
Lo T Tt 5% dH3  H1 ! B | OFF i ﬁk 24VAC OFF LEVEL
FNQ-R-2 .
‘ - 75VA‘ O?O @ 2 2o 3PDT RELAY
| F9(5A) |
L L
#14 AWG L7 xt avac X2 #14 AWG
RED FNML??*??*?fJ WHITE _
~
X1 X2

DRAWN BY: ADK SCALE: NOT TO SCALE

OA C]TY OF COCOA TRIPLEX PUMP STATION WIRING CHECKED BY: KSK DATE: MARCH 2020

Brevard County, Florida

-~
1&{"” UTILITIES DEPARTVENT | SCHEMATIC AND TERMINAL BLOCK LAYOUT | 2=cn et SHeeT. Tore

ENGINEERING DIVISION ACAD NAME: TRIPLEX PUMP STATION TERMINAL BLOCK 2






